Keystone UTP Panel Instructions

Tools

- Flush Cutter
- Phillips Screwdriver
- Flat Screwdriver

Flat

Angled

24 & 48 port

Reference separate termination instructions for keystone outlet being installed

1

2

3

4

(Z-MAX Keystone)

(MAX Keystone)

(Insertion)

(Removal)
To assist safe installations, comply with the following:
A. Use caution when installing or modifying telecommunications circuits.
B. Never touch uninsulated wire terminals unless the circuit has been disconnected.
C. Never install this device in a wet location.
D. Never install wiring during a lightning storm.

To ensure you have the latest revision to this document, please visit: www.Siemon.com